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Splicing ComfoFlex together… 
 

 

 

 

 
 

 
 

Connecting ComfoFlex to Zehnder registers and manifolds using the twist connect fitting… 
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“Screw” the ducts 
together (3 full turns). 

Insert end of one flex duct into the end of 
another flex duct (in direction of air flow). 
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Wrap the splice with UL181B-FX 
tape (minimum 2 full wraps around). 

x2 

1 
Insert the threaded end 
of the black plastic twist 
connect fitting into the 
end of the flex duct and 
screw in all the way. 
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Wrap the connection 
with UL181B-FX 
tape (minimum 2 full 
wraps around). Be 
sure to cover the 
slots in the fitting. 
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Insert the tabbed end of 
the black twist connect 
fitting into the register or 
manifold opening and 
twist until it locks with a 
“click”. Use a strap 
wrench if necessary. 
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